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 CL22-IPA
 NEW ISOLATED PANEL (30"W x 12"D)

 CL22-IPB
 NEW ISOLATED PANEL (30"W x 12"D)

(E)NTX22A

(E)NTX22B

(E)CTX22A

(E)STX22A

(E)BUSWAY

(E)BUSWAY

(E)NL22B

(E)NL22A

(E)NH22A

(E)CL22A (E)LCP22A

(E)QH22A

(E)SH22A

(E)SL22A

(E)QL22A

(E)CH22A

(E) CORR

E2-C32

(E) ELEC

E-2.2

PUMP /
ANESTHESIA

EQUIP.

E2-421

SCRUB

E2-423

HYBRID CONTROL

E2-425A

HYBRID GEN

E2-425B

SEMI-RESTRICTED
HALLWAY

E2-C33

LOCKERS

E2-426

CLEAN SUPPLY

E2-424 HOLD / MONITOR

E2-422B

(E) TECH

E2-411

(E) TEL/DATA

T-2.2

(E) CORR

E2-C21

(E) CORR

E2-C34

(E) CORR

E2-C34

(E) EQUIP

E2-453A

PHASE 2 AREA OF WORK

CL22-IPA- 2,4,6
3-#12, 3-#12, 1-#12 [H,N,G] -3/4"C.

CL22-IPA- 1

CL22-IPB- 4,6
2-#12, 2-#12, 1-#12 [H,N,G]

CL22-IPB- 1,3,5
3-#12, 3-#12, 1-#12 [H,N,G] -3/4"C.

CL22-IPA- 9

3

CL22A- 70,72,74
3-#12, 3-#12, 1-#12 [H,N,G]

NL22A- 28
NL22A- 7

CL22A- 69

CL22A- 33,35,37

CL22-IPB- 10,12
2-#12, 2-#12, 1-#12 [H,N,G]

CL22-IPB- 2

911

11

9

2

CL22A- 49

CL22-IPA- 10,12
2-#12, 2-#12, 1-#12 [H,N,G] IN 3/4" C.

10 14

14

16

CL22A- 61,63,65

CL22A- 51

37 37 37

33 33 33 35 35 35

65

63

61

8

8

9

9

3

QH22A- 13,15,17
3-#1/0, 1-#1/0, 1-#1/0 [H,N,G] -2" C.

CL22A- 17

11

CL22A- 11

12

12

12

QL22A- 12

6

6

NL22A- 26

QL22A- 2,4

FOR BLANKET
WARMER

51 51

QL22A- 1,3

FOR ICE MAKER

17

17

17

17

17

17

3737

10

10

12

12

CL22-IPA- 16,14
2-#12, 2-#12, 1-#12 [H,N,G] IN 3/4" C.

CL22-IPB- 9,11

CL22-IPB- 8

15

CL22A- 19
1-#10, 1-#10, 1-#10 [H,N,G] -3/4"C. 26 26

26

16

13

16

CL22-IPA- 3,5,7
3-#12, 3-#12, 1-#12 [H,N,G]

CL22-IPA- 8

11

CL22-IPB- 7

10

10

12

11

10

12

14QL22A- 5

13

6

SL22A- 6

1
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VAPAHCS - PALO ALTO CAMPUS

3801 MIRANDA AVE, PALO ALTO, CA 94304

AMENDMENT 1 09.05.2014

640-13-134VA PALO ALTO B-100

CATH LAB RENOVATION

AND HYBRID OR

EP-102

LTA08.22.2014

PHASE 2 - HYBRID OR POWER

PLAN

FINAL BID DOCUMENTS

Checker

KEY NOTES:

SHEET NOTES:

1 SHUNT TRIP BREAKER FOR
CONNECTION TO MEDICAL
EQUIPMENT. REFER TO
MANUFACTURER'S SHOP DRAWINGS
AND COORDINATE INSTALLATION
WITH EQUIPMENT PROVIDER.

2 ISOLATION POWER PANEL. REFER TO
SINGLE LINE DIAGRAM. PROVIDE
REMOTE MONITOR.

3 JUNCTION BOX FOR CONNECTION TO
BOOM MOUNTED SURGICAL LIGHT.

4 JUNCTION BOX FOR CONNECTION TO
EQUIPMENT BOOM.

5 JUNCTION BOX FOR CONNECTION TO
MONITOR BOOM.

6 JUNCTION BOX FOR CONNECTION TO
MOTORIZED DOORS.

7 JUNCTION BOX FOR CONNECTION TO
ANESTESIA BOOM.

8 PROVIDE REDUNDANT GROUNDING
REFERENCE BUS IN ACCESSIBLE
LOCATION WITH GREEN INSULATED
CONDUCTOR OF #6 IN 1/2" C TO
EMERGENCY PANEL IN ELECTRICAL
ROOM. PROVIDE #10 GREEN
INSULATED PATIENT BED
RECEPTACLES AND BONDED TO THE
MEDICAL PIPING.

9 PREWIRED HEADWALL . REFER TO
ARCHITECTURAL DRAWING FOR
EXACT LOCATION.

10 JUNCTION BOX FOR CONNECTION TO
PERFUSION BOOM.

11 JUNCTION BOX FOR CONNECTION TO
MOTOR/BRAKE OF ANESTESIA BOOM.

12 JUNCTION BOX FOR CONNECTION TO
MOTOR/BRAKE OF ANESTHESIA
BOOM.

13 CONNECT EMERGENCY POWER OFF
PUSH BUTTON TO CONTROL WIRING
TO XRAY MACHINE. MATCH WARNING
LIGHT TYPE WITH EXISTING WARNING
LIGHT IN CATH LAB ROOM.

14 WARNING LIGHT AND 120V CIRCUIT
CONNECTION TO CONTROL WIRING
AND X-RAY MACHINE.

15 RECEPTACLE OUTLET NEMA L5-30R
FOR CONNECTION TO UPS.
COORDINATE RECEPTACLE
CONFIGURATION, MOUNTING HEIGHT
AND LOCATION PRIOR TO
INSTALLATION WITH MANUFACTURER.

16 RECEPTACLE OUTLET NEMA L6-20R .
COORDINATE RECEPTACLE
CONFIGURATION, MOUNTING HEIGHT ,
AND LOCATION PRIOR TO
INSTALLATION WITH MANUFACTURER.

17 CONNECT TO MEDICAL GAS ALARM
PANEL. SEE ARCHITECTURAL AND
PLUMBING DWGS FOR EXACT
LOCATION AND MOUNTING HEIGHT.

18 FIRE SMOKE DAMPERS LOCATED ON
THIRD FLOOR. CONNECT POWER TO
NEAREST EXISTING FIRE SMOKE
DAMEPER. SEE MECHANICAL
DRAWING SHEET M-103 FOR EXACT
LOCATION. PROVIDE DISCONNECTING
MEANS AT FIRE DAMPER.

1. IMAGING ROOM LAYOUT AND
REQUIREMENTS ARE BASED ON THE
VENDOR'S DRAWINGS. CONTRACTOR
SHALL VERIFY EQUIPMENT LAYOUT
AND REQUIREMENTS PRIOR TO
INSTALLATION.

2. COORDINATE ALL DEVICES AND
EQUIPMENT LOCATION WITH THE
ARCHITECTURAL DRAWINGS PRIOR TO
INSTALLATION.

3. REUSED EXISTING CIRCUIT OF DEMO
VAV BOX FOR CONNECTION TO NEW
VAV BOX. SEE MECHANICAL SHEET
MD102 AND M102 FOR LOCATION OF
DEMO AND NEW VAV BOX AS
REQUIRED.
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